NOTES

1. SEE EOOO FOR ELECTRICAL LEGEND AND GENERAL NOTES.

2. LOCATIONS SHOWN FOR APPLIANCES AND PIPING ARE SCHEMATIC ONLY. COORDINATE
LOCATIONS WITH DIFFUSERS. REGISTERS. GRILLES. LIGHT FIXTURES. DUCTWORK.
—N— PIPING AND EQUIPMENT. PROVIDE DEVICES. APPLIANCES AND PIPING IN ACCORDANCE

WITH NFPA AND MANUFACTURER'S REQUIREMENTS.

- 3. SEE MECHANICAL DRAWINGS FOR EXACT LOCATIONS AND DIMENSIONS FOR THE
MECHANICAL EQUIPMENT.
| |
| —_— | 4. FOR POWER SUPPLY TO HVAC EQUIPMENT SEE DRAWING E120.
I I
‘ 5. FOR POWER FEEDER TO PANEL C. SEE DRAWING E800.
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